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REFER TO DOOR SCHEDULE

WINDOW NUMBER
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PLAN DETAIL
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A101

SIM
INDICATES A SIMILAR CONDITION
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A1
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INTERIOR ELEVATION CALLOUT
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OVERLAY ARROW INDICATES
TRUE NORTH
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PLAN NORTH
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INDICATES A SIMILAR CONDITION
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A101

SIM

BUILDING SECTION CALLOUT

BUILDING SECTION NUMBER
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A101

1

A101

WALL SECTION CALLOUT

WALL SECTION NUMBER

SHEET NUMBER

EXTERIOR ELEVATION CALLOUT

LOCATION ON SHEET

SHEET NUMBER

AS101

DISCIPLINE DESIGNATOR

LEVEL 2 DESIGNATOR

DRAWINGS NUMBER

DISCIPLINE DISCIPLINE DESIGNATOR LEVEL 2 DISCIPLINE LEVEL 2 DESIGNATOR

ARCHITECTURAL A SITE

FINISHES

S

F

STRUCTURAL S SITE S

SUBSTRUCTURE B

FRAMING F

MECHANICAL M HVAC H

PLUMBING P PIPING P

ELECTRICAL E SITE S

CIVIL C DEMO D

SITE S

INFORMATION G

LANDSCAPE L PLANTING P

GENERAL G INFORMATION I

IRRIGATION I

PIPPING P

W00

WALL TYPE

DENOTES WALL TYPE

SURVEY/MAPPING V FIELD F

FIRE PROTECTION F PIPING P

ALT # PRIORITY DESCRIPTION

9 1 Reduce Hardscape
Remove permeable unit pavers and install concrete walk, approximately 5’ wide.

19 2 Portions of 1st and 2nd floor as unfinished space
Remove from the scope of work the following items for rooms 1c-1, 1C01, 1C02 1C03, 1C04, 1C06, 1C07
1A04, 2C-1, 2C01, 2A03, 2A02, 2A05, 2A04, 2C04, 2C03, 2C02: (SEE A5/GI002)
1. Interior drywall on exterior walls
2. Wall framing
3. Acoustic and gypsum wall board ceilings
4. Paint
5. Floor finishes and base
6. Wall framing
7. Doors and hardware
8. Gypsum wall board
9. Electrical devices (minimum fire alarm systems to remain)
10. Lighting
11. HVAC devices
12. Plumbing devices
13. Above ground plumbing pipes
14. Reduce fire protection sprinklers for unfinished space coverage and leave infrastructure

for future build out.

15 3 Reduce amount for fixed furnishings (casework)
Delete all fixed casework except at bathroom vanity lavatories.

16 4 Change glass guardrail @ interior stair to steel guardrail

8 5 Remove Trellis
Remove trellis in its entirety, including foundations and lighting

7 6 Remove Eco screens

6 7 Remove sun shades

5 8 Remove Wing Wall

4 9 Ceilings and finishes
1. Replace wood ceilings with acoustic tile ceilings
2. Use less expensive carpeting

3 10 EFIS in lieu of Plastic wall panel

2 11 EFIS in lieu of CENTRIA

17 Reduce glazing and change exterior wall finish to painted exterior portland cement plaster12

T 775 322 9475/ www.hmcarchitects.com

50 W Liberty Street / Studio 800 / Reno, NV 89501
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1

GI001

TITLE SHEET 570-217

2615 E. CLINTON AVE, FRESNO, CA 93703

Mental Health Psychosocial
Rehab Recovery and Health Care
for Homeless Veteran Center

08/11/2014 AuthorChecker

MENTAL HEALTH PSYCHOSOCIAL REHAB RECOVERY AND HEALTH
CARE FOR HOMELESS VETERAN CENTER

FRESNO VA MEDICAL CENTER

2615 E. CLINTON AVE, FRESNO, CA 93703

AF201 FIRST AND SECOND FLOOR - FLOOR PATTERN & EXTERIOR FINISHES

AS210 FIRST FLOOR PLAN

AS211 FIRST FLOOR - DIMENSION PLAN

AS220 SECOND FLOOR PLAN

AS221 SECOND FLOOR - DIMENSION PLAN

AS230 TRELLIS ENLARGED PLANS & SECTIONS

AS310 FIRST FLOOR - REFLECTED CEILING PLANS

AS320 SECOND FLOOR - REFLECTED CEILING PLANS

AS410 ROOF PLAN

AS510 EXTERIOR ELEVATIONS

AS511 EXTERIOR ELEVATIONS

AS512 EXTERIOR ELEVATIONS - DEDUCTIVE ALTERNATE # 17

AS513 EXTERIOR ELEVATIONS - DEDUCTIVE ALTERNATE # 17

AS610 BUILDING SECTIONS

AS611 BUILDING SECTIONS

AS620 WALL SECTIONS

AS621 WALL SECTIONS

AS622 WALL SECTIONS

AS623 WALL SECTIONS

AS624 WALL SECTIONS - DEDUCTIVE ALTERNATE #2

AS625 WALL SECTIONS - DEDUCTIVE ALTERNATE #2

AS626 WALL SECTIONS - DEDUCTIVE ALTERNATE #3

AS627 WALL SECTIONS - DEDUCTIVE ALTERNATE #17

AS628 WALL SECTIONS - DEDUCTIVE ALTERNATE #17

AS629 WALL SECTIONS - DEDUCTIVE ALTERNATE #17

AS630 WALL SECTIONS - DEDUCTIVE ALTERNATE #17

AS710 ENLARGED TOILET ROOM PLANS AND INTERIOR ELEVATIONS

AS720 ENLARGED STAIR 1 PLANS

AS721 STAIR 1 ELEVATIONS

AS722 ENLARGED STAIR 2 PLANS AND SECTIONS

AS723 STAIR 2 ELEVATIONS AND DETAILS

AS724 STAIR DETAILS

AS730 ENLARGED PLANS

AS740 ENLARGED PLANS & SECTIONS - ELEVATOR

AS750 ENLARGED PLAN & ELEVATIONS- MILLWORK DESK

AS810 INTERIOR ELEVATIONS - FIRST FLOOR

AS820 INTEROR ELEVATIONS - SECOND FLOOR

AS910 FINISH SCHEDULE

AS920 DOOR SCHEDULE

AS921 GATE AND HOLLOW METAL DOOR DETAILS

AS923 DETAILS

AS930 WINDOW SCHEDULE

AS931 WINDOW SCHEDULE

AS932 ECO SCREEN & LOUVER SCHEDULE

AS933 WINDOW SCHEDULE - DEDUCTIVE ALTERNATE # 17

AS934 WINDOW SCHEDULE - DEDUCTIVE ALTERNATE # 17

AS935 WINDOW DETAILS

AS940 DETAILS

AS950 DETAILS

AS951 PLASTIC WALL PANEL DETAILS

AS952 EXTERIOR CEMENT PLASTER DETAILS - DEDUCTIVE ALTERNATE #17

AS960 WALL TYPES AND DETAILS

AS961 CASEWORK DETAILS - TYPICAL

AS962 CASEWORK DETAILS - TYPICAL

AS970 TYPICAL CEILING DETAILS

AS971 TYPICAL CEILING DETAILS

AS972 WOOD CEILING DETAILS

AS973 TOILET ROOM DETAILS

AS974 TYPICAL MOUNTING HEIGHTS - TOILETS

AS975 INTERIOR DETAILS - TACK PANELS

AS976 INTERIOR DETAILS - SWITCHING DIAGRAMS

GI001 TITLE SHEET

GI002 CODE ANALYSIS

GI003 CODE AND EXITING ANALYSIS

GI004 CODE AND EXITING ANALYSIS

BLAIR, CHURCH & FLYNN

CIVIL

451 CLOVIS AVENUE, SUITE 200

(559) 326-1400
CLOVIS, CA 93612

BROUSSARD ASSOCIATES

LANDSCAPE
ARCHITECT

389 CLOVIS AVENUE, SUITE 200

(559) 325-7284
CLOVIS, CA 93612

HMC ARCHITECTS

ARCHITECT

1827 EAST FIR AVENUE, STUDIO 103
FRESNO CA 93720

(559) 322-2444

BROOKS RANSOM
ASSOCIATES

STRUCTURAL

7415 N. PALM, SUITE 100
FRESNO, CA 93711

(559) 449-8444

LP CONSULTING
ENGINEERS, INC.

MECHANICAL/PLUMBING/FIRE

895 W. ASHLAN AVENUE, SUITE 101

(559) 348-2130
CLOVIS, CA 93612

LP CONSULTING
ENGINEERS, INC.

ELECTRICAL

320 W. BEDFORD AVE, SUITE 101

(559) 432-1249
FRESNO, CA 93711

VF100   TOPOGRAPHIC SURVEY
VF101   TOPOGRAPHIC SURVEY REFERENCE
VF102   TOPOGRAPHIC SURVEY REFERENCE
VF103   TOPOGRAPHIC SURVEY REFERENCE
CG001   SITE DEMOLITION AND IMPROVEMENT NOTES
CD100   DEMOLITION PLAN
CD101   DEMOLITION REFERENCE
CD102   DEMOLITION REFERENCE
CD103   DEMOLITION REFERENCE
CS100   SITE AND DIMENSION PLAN
CS200   GRADING AND DRAINAGE PLAN
CS300   SITE PLUMBING PLAN
CS400   DETAILS
CS401   DETAILS

MH001 MECHANICAL SYMBOLS, NOTES AND ABBREVIATIONS
MH210 FIRST FLOOR MECHANICAL PLAN
MH211 FIRST FLOOR MECHANICAL PLAN (DEDUCTIVE ALTERNATE #19)
MH220 SECOND FLOOR MECHANICAL PLAN
MH221 SECOND FLOOR MECHANICAL PLAN (DEDUCTIVE ALTERNATE #19)
MH230 MECHANICAL ROOF PLAN
MH501 MECHANICAL DETAILS
MH502 ENERGY MANAGEMENT SYSTEM (EMS) AND MECHANICAL DETAILS
MH601 MECHANICAL SCHEDULES
MH611 MECHANICAL SCHEDULES (DEDUCTIVE ALTERNATE #19)
MP210 FIRST FLOOR MECHANICAL PIPING PLAN
MP211 FIRST FLOOR MECHANICAL PIPING PLAN (DEDUCTIVE ALTERNATE #19)
MP220 SECOND FLOOR MECHANICAL PIPING PLAN
MP221 SECOND FLOOR MECHANICAL PIPING PLAN (DEDUCTIVE ALTERNATE #19)
MP701 MECHANICAL PIPING SCHEMATICS

(BASE BID & DEDUCTIVE ALTERNATE #19)
MP702 MECHANICAL WIRING DIAGRAMS

(BASE BID & DEDUCTIVE ALTERNATE #19)

PP001 PLUMBING SYMBOLS, NOTES AND ABBREVIATIONS
PP210 FIRST FLOOR PLUMBING PLAN
PP211 FIRST FLOOR PLUMBING PLAN (DEDUCTIVE ALTERNATE #19)
PP220 SECOND FLOOR PLUMBING PLAN
PP221 SECOND FLOOR PLUMBING PLAN (DEDUCTIVE ALTERNATE #19)
PP230   PLUMBING ROOF PLAN
PP310 FIRST FLOOR PARTIAL PLUMBING PLANS
PP311 FIRST FLOOR PARTIAL PLUMBING PLANS (DEDUCTIVE ALTERNATE #19)
PP320 SECOND FLOOR PARTIAL PLUMBING PLANS
PP321 SECOND FLOOR PARTIAL PLUMBING PLANS (DEDUCTIVE ALTERNATE #19)
PP330   WASTE/ VENT ISOMETRIC PLUMBING PLAN
PP331   WATER AND GAS ISOMETRIC PLUMBING PLAN
PP401 PLUMBING DETAILS
PP501 PLUMBING SCHEDULES & CALCULATIONS

ES001 ELECTRICAL SYMBOLS, NOTES & ABBREVIATIONS
ES002 ELECTRICAL DETAILS
ES003 ELECTRICAL DETAILS FIXTURE SCHEDULE
ES101 SITE ELECTRICAL PLAN
ES102 PARTIAL SITE ELECTRICAL PLAN
ES210 FIRST FLOOR LIGHTING PLAN
ES211 FIRST FLOOR LIGHTIN G PLAN (DEDUCTIVE ALTERNATE #19)
ES212 FIRST FLOOR POWER PLAN
ES213 FIRST FLOOR POWER PLAN (DEDUCTIVE ALTERNATE #19)
ES214 FIRST FLOOR FIRE ALARM PLAN
ES215 FIRST FLOOR FIRE ALARM PLAN (DEDUCTIVE ALTERNATE #19)
ES216 FIRST FLOOR HVAC ELECTRICAL PLAN
ES217 FIRST FLOOR HVAC ELECTRICAL PLAN (DEDUCTIVE ALTERNATE #19)
ES218 FIRST FLOOR SECURITY ALARM PLAN
ES219 FIRST FLOOR SECURITY ALARM PLAN (DEDUCTIVE ALTERNATE #19)
ES220 FIRST FLOOR PUBLIC ADDRESS PLAN
ES221 FIRST FLOOR PUBLIC ADDRESS PLAN (DEDUCTIVE ALTERNATE #19)
ES222 FIRST FLOOR CABLE TRAY PLAN
ES223 FIRST FLOOR CABLE TRAY PLAN (DEDUCTIVE ALTERNATE #19)
ES310 SECOND FLOOR LIGHTING PLAN
ES311 SECOND FLOOR LIGHTING PLAN (DEDUCTIVE ALTERNATE #19)
ES312 SECOND FLOOR POWER PLAN
ES313 SECOND FLOOR POWER PLAN (DEDUCTIVE ALTERNATE #19)
ES314 SECOND FLOOR FIRE ALARM PLAN
ES315 SECOND FLOOR FIRE ALARM PLAN (DEDUCTIVE ALTERNATE #19)
ES316 SECOND FLOOR HVAC ELECTRICAL PLAN
ES317 SECOND FLOOR HVAC ELECTRICAL PLAN (DEDUCTIVE ALTERNATE #19)
ES318 SECOND FLOOR SECURITY ALARM PLAN
ES319 SECOND FLOOOR SECURITY ALARM PLAN (DEDUCTIVE ALTERNATE #19)
ES320 SECOND FLOOR PUBLIC ADDRESS PLAN
ES321 SECOND FLOOR PUBLIC ADDRESS PLAN (DEDUCTIVE ALTERNATE #19)
ES322 SECOND FLOOR CABLE TRAY PLAN
ES323 SECOND FLOOR CABLE TRAY PLAN (DEDUCTIVE ALTERNATE #19)
ES410 ROOF ELECTRICAL PLAN
ES501 LINE DIAGRAM
ES502 PANEL SCHEDULES
ES503 PANEL SCHEDULES
ES601 FIRE ALARM RISER DIAGRAM, DETAILS

VICINITY MAP

n

ABBREVIATIONS
Ø DIAMETER OR ROUND
+/- PLUS/MINUS
# POUND OR NUMBER
% PERCENT
@ AT
° DEGREE
∠ ANGLE
A/C AIR CONDITION

OR AIR CONDITIONING UNIT
AB ANCHOR BOLT
ABS ABSOLUTE
AC ASPHALTIC CONCRETE
ACC ACCESSIBLE WORK STATION
ACOUS ACOUSTICAL
ADJ ADJACENT
AFF ABOVE FINISH FLOOR
ALUM ALUMINUM
ALT ALTERNATE
ANSI AMERICAN NATIONAL

STANDARDS INSTITUTE
APPD APPROVED
APPROX APPROXIMATE
ARCH ARCHITECTURAL/ ARCHITECT
AVG AVERAGE

BD BOARD
BLDG BUILDING
BLK BLOCK
BLKG BLOCKING
BTWN BETWEEN
BUR BUILT-UP ROOF

C CHANNEL
CCW COUNTERCLOCKWISE
CER CERAMIC
CF CUBIC FEET
CFCI CONTRACTOR FURNISHED,

 CONTRACTOR INSTALLED
CFOI CONTRACTOR FURNISHED,

 OWNER INSTALLED
CJ CONTROL JOINT
CL CENTER LINE
CLG CEILING
CLR CLEAR
CMU CONCRETE MASONRY UNIT
COL COLUMN
CONC CONCRETE
CONT CONTINUOUS
COORD COORDINATE
CORR CORRIDOR
CPT CARPET
CR CLASSROOM
CT CERAMIC TILE
CTB CERAMIC TILE BASE
CTF CERAMIC TILE FLOOR
CTSK COUNTER SUNK
CTC CENTER TO CENTER

d PENNY
DBL DOUBLE
DEG DEGREE
DEL DELETE
DET DETAIL
DF DRINKING FOUNTAIN
DIA DIAMETER
DIAG DIAGONAL
DIM DIMENSION
DIR DIRECTION
DIST DISTANCE
DIV DIVIDE OR DIVISION
DN DOWN
DS DOWNSPOUT
DWG DRAWING

EA EACH
EJ EXPANSION JOINT
ELEV ELEVATION
ELEC ELECTRICAL
EMT ELECTRICAL METAL TUBING
ENCL ENCLOSURE
ENGR ENGINEER
EOS EDGE OF SLAB
EQ EQUAL
EQUIP EQUIPMENT
EW EACH WAY
(E) EXISTING
EPDM ETHYLENE PROPYLENE DIENE MONOMER
EXP EXPANSION OR EXPOSED
EXT EXTERIOR

FA FIRE ALARM
FD FLOOR DRAIN
FDC FIRE DEPARTMENT CONNECTION
FDN FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER W/CABINET
FF FINISH FLOOR
FG FINISH GRADE
FH FIRE HYDRANT
FHC FIRE HOSE W/ CABINET
FHMS FLAT HEAD MACHINE SCREW
FHWS FLAT HEAD WOOD SCREW
FIN FINISH
FIN FLR FINISH FLOOR
FIN GR FINISH GRADE
FL FLOOR
FLG FLOORING
FO FACE OF
FOC FACE OF CONCRETE

OR FACE OF CURB
FOF FACE OF FINISH
FOM FACE OF MASONRY
FOS FACE OF STUD
FS FINISH SURFACE
FT FOOT OF FEET
FTG FOOTING

GA GAUGE
GALV GALVANIZED
GB GYPSUM BOARD
GFRC GLASS FIBER REINFORCED
 CONCRETE
GYP GYPSUM

HB HOSE BIB
HDR HEADER
HDW HARDWARE
HM HOLLOW METAL
HOR HORIZONTAL
HR HOUR
HVAC HEATING VENTILATION AIR

ID INSIDE DIAMETER
IGU INSULATING GLASS UNITS
ILLUM ILLUMINATION
IN INCH OR INCHES
INT INTERIOR
INV INVERT

JAN JANITOR
JBOX JUNCTION BOX

KIT KITCHEN

LAB LABORATORY
LAV LAVATORY
LAM LAMINATE
LB(S) POUND(S)
LDR LEADER
LH LEFT HAND
LLH LONG LEG HORIZONTAL
LLV LONG LEG VERTICAL
LRG LARGE
LT LIGHT

MAX MAXIMUM
MB MACHINE BOLT
MDF MEDIUM DENSITY FIBERBOARD
MEP MECHANICAL, ELECTRICAL & PLUMBING
MFD MANUFACTURED
MFG MANUFACTURING
MFR MANUFACTURER
MH MANHOLE
MIN MINIMUM
MISC MISCELLANEOUS
MO MASONRY OPENING
MTL METAL

(N) NEW
NIC NOT IN CONTRACT
NO NUMBER
NR NON RATED
NTS NOT TO SCALE

O/ OVER
OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER
OFCI OWNER-FURNISHED

CONTRACTOR-INSTALLED
OFOI OWNER-FURNISHED

OWNER-INSTALLED
OH OPPOSITE HAND
OPNG OPENING
OPP OPPOSITE
OTO OUT TO OUT

PA PUBLIC ADDRESS
PAR PARALLEL OR PARAPET
PE PAD ELEVATION
PERP PERPENDICULAR
PH PANIC HARDWARE
PL PLATE
PLAM PLASTIC LAMINATE
PLUMB PLUMBING
PLYWD PLYWOOD
PM PARTITION MOUNTED
POC POINT OF CONNECTION
PR PAIR
PREP PREPARE
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PVC POLYVINYL CHLORIDE

QA AUALITY ASSURANCE
QC QUALITY CONTROL
QTY QUANTITY

R RISER OR RADIUS
RA RETURN AIR
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
REC RECESSED
RECT RECTANGLE
REF REFERENCE
REIF REINFORCE
REQ REQUIRE
REQD REQUIRED
RF ROOF OR ROOFING
RH RIGHT HAND
RHMS ROUND HEAD MACHINE SCREW
RHWS ROUND HEAD WOOD SCREW
RM ROOM
RWD REDWOOD
RWL RAIN WATER LEADER
RO ROUGH OPENING

SA SUPPLY AIR
SALV SALVAGE
SCHED SCHEDULE
SECT SECTION
SF SQUARE FEET
SHT SHEET
SIM SIMILAR
SM SURFACE MOUNTED
SMS SHEET METAL SCREW
SPEC SPECIFICATION
SPKLR SPRINKLER
SPDR SPEAKER
SPLY SUPPLY
SQ SQUARE
SOV SHUT OFF VALVE
SPEC SPECIFICATION
SST STAINLESS STEEL
ST STAIR OR STREET
STD STANDARD
STL STEEL
STRUCT STRUCTURAL

T&B TOP AND BOTTOM
TEMP TEMPORARY OR TEMPERATURE
THD THREAD
THK THICKNESS
TO TOP OF
TOC TOP OF CURB
TOD TOP OF DRAIN
TOP TOP OF PARAPET
TOPL TOP OF PLATE
TOR TOP OF RIDGE
TOS TOP OF SLAB
TOW TOP OF WALL
TST TOP OF STEEL
TV TELEVISION
TYP TYPICAL

UC UNERCUT
UNO UNLESS NOTED OTHERWISE
UON UNLESS OTHERWISE NOTED

VCT VINYL COMPOSITION TILE
VERT BERTICAL
VIF VERIFY IN FIELD

W WIDE FLANGE
W/ WITH
W/O WITHOUT
WD WOOD
WF WIDE FLANGE
WH WATER HEATER
WI WOODWORK INSTITUTE
WIN WINDOW
WP WATERPROOF
WS WOOD SCREW
WT WEIGHT
WWF WELDED WIRE FABRIC

x BY

YD YARD

NOTE:
OTHER ABBREVIATIONS USED ON THESE DRAWINGS ARE
CONSIDERED STANDARDS IN THE BUILDING INDUSTRY.
CONTACT ARCHITECT FOR NECESSARY CLARIFICATION.

Contractor shall review and be familiar with all project reference documents, contents
and requirements to deliver a complete project scope of work.

BUILDING 12 RECORD DRAWINGS
THE FOLLOWING LISTED DRAWINGS PREPARED BY MASTEN & HURD
ARECHITECTS/ HUBER & KNAPIK, ENGINEERS, DATED AS NOTED ARE
RECORD DOCUMENTS ATTACHED FOR CONTRACTORS REFERENCE ONLY.

SHEET DESCRIPTON SHEET NUMBER

TOPOGRAPHIC SURVEY REFERENCE           VF101
TOPOGRAPHIC SURVEY REFERENCE           VF102
TOPOGRAPHIC SURVEY REFERENCE           VF103

DEMOLITION REFERENCE                     CD101
DEMOLITION REFERENCE                     CD102
DEMOLITION REFERENCE                     CD103

GENERAL NOTES
1. DIMENSION LINES ARE PLACED FROM "FACE OF STUD" OR FROM "GRID LINE" UNLESS NOTED OTHERWISE.

2. EXISTING CONSTRUCTION DATA SHOWN ON THE DRAWINGS WAS OBTAINED FROM AVAILABLE OWNER PROVIDED DRAWINGS.
INFORMATION SHOWN ON THE DRAWINGS RELATIVE TO EXISTING CONDITIONS IS PROVIDED AS THE "BEST PRESENT
KNOWLEDGE", BUT WITHOUT GUARANTEE OF ACCURACY. DIMENSIONS, ELEVATIONS, AND EXISTING CONDITIONS SHALL BE FIELD
VERIFIED ON THE JOB SITE, DISCREPANCIES SHALL BE REPORTED TO THE ARCHITECT BEFORE PROCEEDING WITH WORK.

3. WRITTEN DIMENSIONS ON DRAWINGS TAKE PRECEDENCE OVER SCALED DIMENSIONS. DO NOT SCALE DRAWINGS TO DETERMINE
THE FINAL WORKING DIMENSIONS. DISCREPANCIES SHALL BE REPORTED TO THE ARCHITECT BEFORE PROCEEDING WITH WORK.

4. IN THE EVENT THAT CERTAIN FEATURES OF THE WORK ARE NOT FULLY SHOWN OR DETAILED ON THE DRAWINGS OR CALLED FOR
IN THE GENERAL NOTES, THEIR CONSTRUCTION SHALL BE OF THE SAME CHARACTER AS SIMILAR CONDITIONS THAT ARE SHOWN
OR CALLED FOR.

5. THE PROJECT MANUAL(SPECIFICATION) IS AN INTEGRAL PART OF THE CONTRACT DOCUMENTS.  FOR SPECIFIC REQUIREMENTS
OF MATERIAL, WORKMANSHIP, AND PERFORMANCE, REFER TO SPECIFICATIONS AND GENERAL REQUIREMENTS.

6. CONSTRUCTION TECHNIQUES, MATERIALS AND FINISHES TO BE INSTALLED AS REQUIRED BY THE APPROPRIATE CODE
AUTHORITIES.  INSTALLATION SHALL FOLLOW THE STANDARDS OF THE INDUSTRY IN ADDITION TO MEETING OR EXCEEDING THE
DESIGN STANDARDS.

7. ARCHITECTURAL DRAWINGS TAKE PRECEDENCE OVER OTHER DRAWINGS. THE STRUCTURAL, ELECTRICAL, MECHANICAL, AND
OTHER DRAWINGS ARE SUPPLEMENTARY TO THE ARCHITECTURAL DRAWINGS.  DRAWING DIVISIONS ARE NOT INTENDED TO
DIVIDE THE CONSTRUCTION WORK BY TRADE OR CONTRACT.  CONTRACTOR WILL COORDINATE ALL WORK WITH THE
ARCHITECTURAL DRAWINGS BEFORE PROCEEDING WITH THE WORK.  NOTIFY THE ARCHITECT FOR CLARIFICATION OF
DISCOVERED DISCREPANCIES. WORK INSTALLED IN CONFLICT WITH THE ARCHITECTURAL DRAWINGS SHALL BE CORRECTED BY
THE CONTRACTOR AT NO ADDITIONAL COST TO THE GOVERNMENT.

8. ANCHORAGE OF FIXTURES OR EQUIPMENT, TO WALL OR CEILING ASSEMBLIES, WHICH WEIGH MORE THAN 20 LBS., SHALL BE
ATTACHED TO BACKING PER THE DETAILS PROVIDED.  CONTRACTOR SHALL COORDINATE THE RELATED TRADES FOR
PLACEMENT OF THE BACKING MEMBERS FOR EACH ITEM. CONTRACTOR SHALL ENSURE BACKING HAS BEEN PROVIDED BEFORE
THE WALL OR CEILING SHEATHING IS APPLIED, OR WORK IS COVERED.

9. CONTRACTOR IS RESPONSIBLE FOR COORDINATING THE CONTRACT DOCUMENTS, FIELD CONDITIONS AND DIMENSIONS, FOR
ACCURACY AND CONFIRMING THAT WORK IS CONSTRUCTIBLE AS SHOWN PRIOR TO PROCEEDING WITH THE WORK.  FOR
QUESTIONS REGARDING THE CONTRACT DOCUMENTS OR OTHER COORDINATION QUESTIONS, OBTAIN WRITTEN CLARIFICATION
FROM THE ARCHITECT PRIOR TO PROCEEDING WITH WORK.

10. CONTRACTOR SHALL INFORM THE ARCHITECT OF CONFLICTS THAT EXIST IN LOCATIONS OF MECHANICAL, COMMUNICATION,
ELECTRICAL, LIGHTING, PLUMBING, AND FIRE SPRINKLER EQUIPMENT.  CONFIRM REQUIRED CLEARANCES FOR INSTALLATION AND
MAINTENANCE OF ABOVE DESCRIBED EQUIPMENT IS PROVIDED.

11. CONTRACTOR SHALL BE RESPONSIBLE FOR CUTTING, FITTING, AND PATCHING THAT MAY BE REQUIRED TO COMPLETE THE
WORK, OR TO MAKE ITS MANY PARTS FIT TOGETHER PROPERLY. PROTECT ADJACENT CONSTRUCTION FROM DAMAGE. CUTTING
AND WEAKENING OF EXISTING STRUCTURAL COMPONENTS, WALLS, FLOORS, AND ROOF MEMBERS IS PROHIBITED UNLESS FULLY
DETAILED ON THE PLANS.

12. CONTRACTOR IS RESPONSIBLE FOR PROVIDING WORK AND MATERIALS IN STRICT COMPLIANCE WITH LOCAL, COUNTY, STATE,
AND FEDERAL REGULATORY AGENCIES AND APPLICABLE BUILDING CODES AND CONTRACT DOCUMENTS.

13.  "TYPICAL" SHALL MEAN IDENTICAL FOR ALL SAME CONDITIONS.  "SIMILAR" SHALL MEAN COMPARABLE CHARACTERISTICS FOR
THE CONDITIONS NOTED.

14.  HEIGHTS ARE DIMENSIONED FROM "ABOVE FINISH FLOOR", UNLESS NOTED OTHERWISE.

15.  ITEMS IDENTIFIED TO BE DEMOLISHED, REMOVED, OR RELOCATED ARE TO BE COMPLETELY REMOVED. INCLUDING, BUT NOT
LIMITED TO CONCEALED ITEMS (PIPES, CURBS, FRAMING, FASTENERS, ETC.). ITEMS WITHIN A DEMOLITION AREA THAT MUST BE
REROUTED IN ORDER TO MAINTAIN CONTINUITY SHALL BE DONE SO IN ACCORDANCE WITH THE APPROPRIATE SPECIFICATION
SECTIONS OF THE PROJECT MANUAL, AT NO ADDITIONAL COST TO THE OWNER. CONTINUITY SHALL BE MAINTAINED BY CURRENT
STANDARD CONSTRUCTION METHODS, EQUAL TO OR GREATER THAN THE QUALITY OF THE EXISTING CONDITION. ANY AREA OF
DEMOLITION SHALL BE LEFT IN A COMPLETE AND CLEAN CONDITION, READY FOR NEW WORK, AS OUTLINED IN THE DOCUMENTS
AND DRAWINGS.

16. ITEMS NOT IDENTIFIED AS "EXISTING" ARE INTENDED AS NEW AND ARE TO BE PROVIDED AS PART OF THIS PROJECT.

THE SCOPE OF THIS PROJECT IS CONSTRUCTION OF A NEW
TWO-STORY OUTPATIENT FACILITY WITH 15,290 SQUARE FEET
ON THE SOUTHEAST CORNER OF THE VA HOSPITAL CAMPUS.
WORK INCLUDES GENERAL CONSTRUCTION, ALTERATIONS,
ROADS, WALKS, GRADING, DRAINAGE, MECHANICAL AND
ELECTRICAL WORK, UTILITY SYSTEMS, ELEVATORS AND
NECESSARY REMOVAL OF EXISTING STRUCTURES AND
CONSTRUCTIONS AND CERTAIN OTHER ITEMS.

PROJECT REFERENCE DOCUMENTS

VA CENTRAL CALIFORNIA
HEALTH CARE SYSTEM
2615 E. CLINTON AVE
FRESNO, CA 93703

SHEET NAMING COMPONENTS

SYMBOLS

SHEET INDEX

FP001 FIRE SPRINKLER SITE PLAN, NOTES
FP210 FIRST FLOOR FIRE SPRINKLER PIPING PLAN
FP211 FIRST FLOOR FIRE SPRINKLER PIPING PLAN

(DEDUCTIVE ALTERNATE #19)
FP220 SECOND FLOOR FIRE SPRINKLER PIPING PLAN
FP221 SECOND FLOOR FIRE SPRINKLER PIPING PLAN 

(DEDUCTIVE ALTERNATE #19)
FP310 FIRST FLOOR FIRE SPRINKLER REFLECTED CEILING PLAN
FP311 FIRST FLOOR FIRE SPRINKLER REFLECTED CEILING PLAN

(DEDUCTIVE ALTERNATE #19)
FP320 SECOND FLOOR FIRE SPRINKLER REFLECTED CEILING PLAN
FP321 SECOND FLOOR FIRE SPRINKLER REFLECTED CEILING PLAN

(DEDUCTIVE ALTERNATE #19)
FP410 FIRE SPRINKLER DETAILS & BUILDING CROSS SECTION

SF302   ROOF FRAMING PLAN
SF303   TIE FORCE REINFORCEMENT PLANS
SF304   SECOND FLOOR FRAMING PLAN DEDUCTIVE ALTERNATE #17
SF305   ROOF FRAMING PLAN DEDUCTIVE ALTERNATE #17
SS401   MOMENT FRAME ELEVATIONS
SS402   MOMENT FRAME ELEVATIONS
SS403   WALL SECTIONS
SS404   WALL SECTIONS
SS405   WALL SECTIONS
SS406   WING WALL AND CANOPY DETAILS
SS407   WALL SECTIONS DEDUCTIVE ALTERNATE #17
SS408   WALL SECTIONS DEDUCTIVE ALTERNATE #17
SS409   WALL SECTIONS DEDUCTIVE ALTERNATE #17
SS410   WALL SECTIONS DEDUCTIVE ALTERNATE #17
SS501   FOUNDATION DETAILS
SS502   FOUNDATION DETAILS
SS503   FOUNDATION DETAILS
SS601   FRAMING DETAILS
SS602   FRAMING DETAILS
SS603   FRAMING DETAILS
SS604   FRAMING DETAILS DEDUCTIVE ALTERNATE #17
SS701   STAIR 1 FRAMING PLAN & DETAILS
SS702   STAIR 2 FRAMING PLAN & DETAILS
SS702   STAIR 2 FRAMING PLAN & DETAILS DEDUCTIVE ALTERNATE #17

LIST OF ALTERNATES

SS001   SOUTH 3D VIEWS
SS002   NORTH 3D VIEWS
SS101   TYPICAL NOTES AND DETAILS
SS102   TYPICAL CONCRETE NOTES AND DETAILS
SS103   TYPICAL CONCRETE NOTES AND DETAILS
SS104   TYPICAL STEEL NOTES AND DETAILS
SS105   TYPICAL STEEL NOTES AND DETAILS
SS106   TYPICAL STEEL NOTES AND DETAILS
SS107   TYPICAL LIGHT GAUGE NOTES AND DETAILS
SS108   TYPICAL LIGHT GAUGE NOTES AND DETAILS
SS109   TYPICAL LIGHT GAUGE NOTES AND DETAILS
SS110   TYPICAL STEEL DECK NOTES AND DETAILS
SS111   TYPICAL STEEL DECK NOTES AND DETAILS
SB201   FOUNDATION PLAN
SB202   FOUNDATION PLAN DEDUCTIVE ALTERNATE #17
SF301   SECOND FLOOR FRAMING PLAN

APPLICABLE CODES
& REQUIREMENTS

THE DESIGN OF THIS PROJECT CONFORMS
TO THE REQUIREMENTS OF THE FOLLOWING
CODES WITH THE LATEST ADOPTED AMENDMENTS

IBC    2012 INTERNATIONAL BUILDING CODE

IMC    2012 INTERNATIONAL MECHANICAL CODE

IPC    2012 INTERNATIONAL PLUMBING CODE

IFGC    2012 INTERNATIONAL FUEL GAS CODE

NEC    2011 NATIONAL ELECTRICAL CODE

IECC    2012 INTERNATIONAL ENERGY CODE

UFAS    UNIFORM FEDERAL ACCESSIBILITY
   STANDARDS AND BARRIER FREE DESIGN GUIDE

NFPA 101    2012 NATIONAL FIRE PROTECTION ASSOCIATION

SCOPE OF  WORK

HAZARDOUS MATERIAL SURVEY

Title: Limited Asbestos Survey & Lead-Based Paint Inspection 
Report/ VA Medical Center Building 12/ New Mental Health 
Psychological Rehab Recovery & Health Care for Homeless
Veterans Center/ Fresno California

Date: February 29, 2012

Prepared by: T. Brooks & Associates, Inc. / 613 Harvard Avenue,
Suite 201 / Clovis CA 93612/ (559) 298-9135/
Project No. 12-6260

GEOTECHNICAL REPORT

Title: Geotechnical Investigation Report/ Proposed Mental Health 
Clinic Veterans Administration Medical Center / Northwest 
Corner of E. Clinton avenue and N. Argus Street
/ Fresno, CA

Date: January 5, 2012

Prepared by: BSK Associates Engineers & Laboratories/ 567 West Shaw 
Avenue, Suite B/ Fresno CA 93704/ (559) 497-2880/
Project No. BSK G11-143-11F

BUILDING CERTIFICATION:

Leadership in Energy and Environmental Design (LEED) certification is a part of this
contract. Contractor acknowledges that LEED Silver is targeted as defined by the
LEED Scorecard (Attachment C). Bidders will be required to complete the Green
Building Certification Institute (GBCI) forms, templates, back-up documentation, and
calculations for the respective credits assigned to them (Attachment D). Contractor
further agrees to address LEED Reviewer comments pertaining to the credits
assigned to them during the Construction LEED submittal phases. LEED credits
assigned to the Contractor that are denied by GBCI for reasons that can be corrected
will be appeal at the Contractor’s expense. Bidder is required to create an account
with the US Green Building Council (USGBC) and LEED Online in order to facilitate
the LEED documentation process. The contractor shall be required to Register with
GBCI prior to commencement of construction.


